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Abstract—Transmission line impedance parameter estimation
forms an essential part in modelling and monitoring of electricity
networks. The accuracy of the estimated parameters has a
direct impact on various functions of network operation, such
as state estimation, fault location and dynamic thermal line
rating. Impedance parameters can be estimated from voltage
and current measurements taken at the ends of the transmission
line. Previous research has produced a range of methods with
the purpose of maximizing the accuracy of the estimated values.
However, the input measurements from the line ends can contain
systematic errors that are introduced by the instrumentation
channel and significantly reduce impedance parameter accuracy,
which is not taken into account by most of the existing methods.
In this paper, a novel method is presented that estimates
correction factors for the systematic errors and thus increases
the accuracy of impedance parameter values. The performance
of the new method is compared to an existing one in a case study
on laboratory measurements.
Index Terms—Accuracy, admittance measurement, impedance
measurement, optimization methods, parameter estimation, pha-
sor measurement unit (PMU), power transmission, transmission
line measurements.
I. INTRODUCTION
ACROSS the world, more and more households andbusinesses are relying on stable provision of electricity
in their daily activities. At the same time, there is a drive
to increase the amount of renewable energy generation to
mitigate the effects of climate change. In order to meet both
demands, existing and new applications for safe and optimal
operation of electricity networks are being developed. Many
of these applications are underpinned by coherent network
models and data. The impedance parameters of overhead
transmission lines form an essential part in electricity network
modelling, and their accuracy has an impact on the efficiency
of network operation; examples include state estimation [?],
fault location [?] and protection [?]. For this reason, there is
an incentive to continually improve the accuracy of overhead
line impedance parameter estimation.
Impedance parameters can be calculated by computer pro-
grams that are based on electromagnetic theory and take into
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account the electric properties and geometrical configuration
of the conductors [?]. Alternatively, it is possible to measure
impedance parameters indirectly, with measurements of sig-
nals at the line ends as input quantities to a measurement
model for the overhead line system. The advantage of in-
direct measurement of impedance parameters is that long-
term changes due to aging of the conductors and short-term
changes due to temperature variation can be tracked if there is
a continuous stream of measurements from the energized line.
The accuracy of the input measurements determines the
accuracy of the estimated impedance parameter values. A
previous paper by the authors proposed to investigate the
effect of off-nominal frequencies and harmonics on impedance
parameter estimation accuracy [?] and many of the existing
methods consist of a linear or non-linear estimator that filters
random noise from the input measurements [?], [?], [?], [?],
[?], [?]. In addition, statistical methods for the detection of
individual bad measurements can be implemented [?].
Most of these methods do not consider the fact that both
SCADA (Supervisory Control And Data Acquisition) and
synchrophasor measurements can be subject to significant
systematic errors that arise in the substation instrumentation
channel due to instrument transformers, cables and burdens
[?]. Instrumentation channels are rarely calibrated due to the
associated line outages and costs. Various approaches have
been proposed for synchrophasor measurement based calibra-
tion [?], [?]; but to the best of the authors’ knowledge, these
assume that accurate transmission line impedance parameter
values are already available. For this reason, simultaneous
estimation of calibration factors and impedance parameters
has been suggested [?], [?]. If impedance parameters and
calibration factors for both voltage and current are to be found,
the problem has a high number of unknowns and is prone to
becoming ill-conditioned, even if it is over-determined.
A different approach to estimate correction factors for
current and voltage measurements exists [?]. Instead of es-
timating specific impedance parameter values, assumptions
are made about the variation of the parameter values over
time, based on expected physical behaviour of overhead line
conductors. However, this approach identified correction fac-
tors for measurements at one line end only, which limits
the achievable impedance parameter accuracy. Moreover, the
method assumed that any set of input measurements results
in useful correction factors. In order to resolve these issues,
this paper proposes a novel method that builds on the existing
approach. The new method also relies on assumptions about
the expected physical behaviour of overhead lines.
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Fig. 1. Equivalent pi-circuit for a transmission line.
Correction factors for systematic errors in measurements at
both line ends are estimated; furthermore, the method finds
correction factors from a range of available input measurement
sets and uses measurements of average line temperature to
select those correction factors that give the best impedance
parameter estimates.
The rest of the paper has the following structure: Section II
outlines the new solution approach and briefly describes an
existing method for comparison. In Section III, results from
a case study on laboratory measurements are presented. Sec-
tion IV discusses practical implementation as well as limits
and areas for future work. Section V concludes the paper.
II. METHODS
A. A new method for impedance parameter estimation
1) Description of the measurement model: The symmet-
ric pi-circuit as shown in Fig. 1 consists of three lumped
components: the series impedance Z, and two identical shunt
admittances Y/2, where
• Z = R+ jX, Y = G+ jB
• X = 2pifL,B = 2pifC
• Z, Y ∈ C, R, L,X,G,C,B, f ∈ R
• R is the resistance, L is the inductance, X is the
reactance, G is conductance, C is the capacitance and
B is the susceptance, f is the frequency.
The lumped components are equivalent to the distributed
parameters of a long transmission lines [?].
Let the synchronous measurements of voltage and current
at time instant ti, i = 1, 2, 3, . . . , n be Vsi , Isi , Vri , Iri ∈ C;
subscripts s and r refer to sending and receiving ends, respec-
tively. Further, let as, ar, bs, br ∈ C be the correction factors
that compensate for systematic errors in the synchrophasor
measurements. Expressions for impedance Zi = Ri+jXi and
admittance Yi = Gi+ jBi at ti are obtained from Kirchhoff’s
laws:
Zi =
(asVsi)
2 − (arVri)2
(asVsi)(brIri) + (arVri)(bsIsi)
(1)
Yi = 2
bsIsi − brIri
asVsi + arVri
. (2)
The circuit model and equations are for a single-phase
transmission line, which is equivalent to a three-phase system
if the line has perfect phase symmetry. Phase symmetry is
a reasonable assumption for transposed transmission lines.
In steady-state, balanced operation, the positive sequence of
the fundamental frequency component of voltage and current
closely represents the line’s state and is thus of interest
for many power system management applications. Hence, in
this paper Vsi , Isi , Vri , Iri , Zi, Yi are assumed to be positive
sequence quantities at the fundamental system frequency.
The parameter estimation problem consists of determining
values for as, ar, bs, br from measurements Vsi , Isi , Vri , Iri so
that Zi and Yi can be calculated accurately.
2) Identification of correction factors for systematic errors:
The proposed method builds on an existing algorithm [?],
whereby correction factors are determined from n sets of
consecutive synchrophasor measurements by solving an op-
timization problem.
An underlying assumption of this method is that over the
time period of the n measurements the conductor electrical
properties follow a certain behaviour. Inductance L and ca-
pacitance C can be affected by temperature variations because
of changes in the conductor length [?]. But the variation is
of the order of 0.001 %, which is smaller than achievable
uncertainties (0.1 % [?]). Thus, L and C are assumed constant
over time. Conductance G depends on the surface of the
conductor and it can vary with changing levels of humidity, but
because its overall magnitude is normally less than 10 µS [?],
it can also be assumed constant. Bare overhead line conductors
have resistance-temperature coefficients of the order of 0.1 %,
which means that resistance R varies significantly with line
current and ambient conditions [?], [?]. Therefore it is assumed
that during the period tn − t1 resistance R varies linearly.
To describe these physical behaviours, define model functions
fR, fX , fB : R≥0 → R for R,X,B, respectively, where
fR(ti) = qRti + rR; (3)
and qR, rR ∈ R are model parameters, which are computed
through a linear least squares fit of the n parameter values
Ri, calculated at time instants ti, i = 1, 2, 3, . . . , n. Details of
estimation of qR, rR are referred to previous work [?]. fX , fB
are constant functions, whose values rX , rB ∈ R are the mean
parameter values over time period tn − t1:
fX(ti) = rX =
1
n
n∑
i=1
Xi; fB(ti) = rB =
1
n
n∑
i=1
Bi. (4)
Systematic errors in the voltage and current measurements
cause the calculated values Ri, Xi, Bi to deviate from their
physically expected, linear behaviour with respect to time, that
means a deterioration in the goodness of fit of fR, fX , fB
to Ri, Xi, Bi, respectively. Similarly, the calculated values
Gi become unphysical (Gi >>10µS). As a measure for the
goodness of fit, the sum of the squares of the residuals of the
linear least squares fit of (3) is defined as
SR =
n∑
i=1
(Ri − fR(ti))2, (5)
where SR ∈ R≥0. SX and SB are defined similarly in terms
of Xi, fx and Bi, fB , respectively.
3The effect of systematic errors on Gi is measured by SG ∈
R≥0 where
SG =
n∑
i=1
G2i . (6)
The objective is to find values for correction factors
as, ar, bs, br that maximise the goodness of fit, which is
achieved by minimizing SR, SX , SG, SB . Hence, the follow-
ing optimization problem is defined: let h ∈ R8,
h = (|as|, arg(as), |ar|, arg(ar), |bs|, arg(bs), |br|, arg(br)),
minimize
h
g(h) = µ2RSR + µ
2
XSX + µ
2
GSG + µ
2
BSB
subject to |as|, | arg(as)|, |ar|, | arg(ar)| < 0.1,
|bs|, | arg(bs)|, |br|, | arg(br)| < 0.1
(7)
with initial values as = ar = bs = br = 1.
SR, SX , SG, SB are functions of h since Ri, Xi, Gi, Bi are
calculated using as, ar, bs, br. The factors µR, µX , µG, µB ∈
R≥0 are weighting factors that can be used to adjust the
relative magnitudes of the terms of g(h). The choice of
weighting factors has an effect on the optimized goodness
of fit of fR, fX , fB to Ri, Xi, Bi and the overall magnitude
of Gi, that means to what extent the identified correction
factors make the calculated impedance and admittance more
compliant to expected physical behaviour. For instance, if
µR = µX = µG = µB = 1, SR and SX will dominate
and no significant improvement may occur in SG, SB .
The inequality constraints arise from existing accuracy
classes of instrument transformers [?], [?] and characterization
of instrumentation channels [?], which imply that systematic
errors in voltage and current magnitude do typically not exceed
±10 %, and errors in phase angle are less than ±0.1 rad.
Equation (7) is a non-linear, constrained optimization prob-
lem. The objective function g(h) : R8 → R≥0 is a linear
combination of the four independent variables SR, SX , SG, SB
with positive constants µR, µX , µG, µB . Therefore g(h) is a
convex function and any local minimum of g(h) is a global
minimum. Various algorithms are available that can efficiently
identify local minima for non-linear, constrained optimization
problems. In this paper, the interior-point method is used [?].
3) Selection of optimal correction factors: A set of n
synchrophasor measurements of voltage and current is required
to obtain correction factors as, ar, bs, br. There remains a
question about how large n should be and which measurements
should be chosen. For this reason, it is proposed to obtain
correction factors from a range of measurement subsets.
Let Λ ∈ N be the number of subsets selected accord-
ing to steps detailed in Appendix A. Correction factors
asλ , arλ , bsλ , brλ , λ = 1, ...,Λ are obtained from each subset
using the proposed method. The correction factors are used to
calculate impedance parameter estimates Zˆiλ and Yˆλ, details
of which are given in Appendix B. To assess the accuracy
of impedance parameter values, residuals SVλ , SIλ of calcu-
lated receiving end voltage and current Vˆri , Iˆri are evaluated.
Vˆri , Iˆri are calculated by rearranging (1) and (2):
Vˆri = (1 + YˆλZˆiλ/2)(asλVsi)− Zˆλ(bsλIsi) (8)
Iˆri = (1 + YˆλZˆiλ/2)(bsλIsi)− (Yˆλ + Yˆ 2λ Zˆiλ)(asλVsi). (9)
SVλ , SIλ ∈ R≥0 are the root-mean-square of the voltage
and current residuals, respectively, given by:
SVλ =
√√√√ 1
N
N∑
i=1
|Vˆri − arλVri |2 (10)
SIλ =
√√√√ 1
N
N∑
i=1
|Iˆri − brλIri |2. (11)
In addition, the root-mean-square of the temperature resid-
ual STλ is evaluated using temperature estimates Tˆci and
temperature measurements Tci . Details of the estimation of
Tˆci are given in Appendix B. STλ ∈ R≥0 is given by
STλ =
√√√√ 1
N
N∑
i=1
[Tˆci − Tci ]2. (12)
SVλ , SIλ , STλ are combined to give a single quantity SV ITλ :
R3 → R≥0,
SV ITλ(SVλ , SIλ , STλ) = SVλSIλSTλ . (13)
Once SV ITλ has been evaluated for all Λ measurement sets,
the optimal set of correction factors is that with the minimum
value of SV ITλ . The selected correction factors can then be
used to calculate Z, Y and Tc from synchrophasor measure-
ments.
B. Summary of an existing method for impedance parameter
estimation
For comparison, a summary of an existing method for
synchrophasor-based impedance parameter and temperature
estimation is given in this section. The existing method aims
to maximize parameter accuracy by estimating values for both
the impedance parameters as well as the synchrophasor mea-
surements using non-linear estimation theory [?]. Resistance
is assumed to be constant over the measurement period. For
simplicity, equivalent instead of distributed line parameters
are used in this paper. The objective function is based on
Kirchhoff’s voltage law for the pi-circuit:
Vs − IsZ + VsZY/2− Vr exp(jβ) = 0, (14)
where β ∈ [−pi, pi] is a synchronization angle, which allows
for detection and correction of a synchronization error between
sending and receiving end measurements. Since the receiving
end current Ir does not occur in (14), β corrects only the
phase angle of Vr.
Suppose that n sets of synchrophasor measurements
{Vsk , Isk , Vrk}, k = 1, 2, 3, . . . , n are used for parameter
estimation. Let
vsk = |Vsk |, wsk = |Isk |, vrk = |Vrk |,
θsk = arg(Vsk), ρsk = arg(Isk), θrk = arg(Vrk) (15)
and define the vector of unknowns P ∈ R5+6n, P =
[R,X,G,B, β, vsk , wsk , vrk , θsk , ρsk , θrk ]. Define a vector of
objective functions F(P) ∈ R8n+1,
4F = [η, f1k , f2k , g1k , g2k , g3k , g4k , g5k , g6k ]
T , f1k , f2k :
R11 → R, η, g1k , g2k , g3k , g4k , g5k , g6k : R→ R, where
f1k = Re (Vsk − IskZ + VskZY/2− Vrk exp(jβ)) ,
f2k = Im (Vsk − IskZ + VskZY/2− Vrk exp(jβ)) , (16)
η = β, g1k = vsk , g2k = wsk , g3k = vrk ,
g4k = θsk , g5k = ρsk , g6k = θrk . (17)
The voltage and current magnitudes v, w and phase angles θ, ρ
as well as synchronization angle β are included in the vector
of unknowns P and vector of measurement functions F(P)
such that the residuals between estimated values and measured
or assumed values can be used to detect individual measure-
ments with errors larger than the measurement uncertainty;
these can be caused by transient failure of the measurement
instrumentation.
Furthermore, define the measurement vector M ∈ R8n+1
such that M = [Mi, vsk , wsk , vrk , θsk , ρsk , θrk ],Mi = 0, i =
1, 2, 3, . . . , 2n + 1, k = 1, 2, 3, . . . , n. For accurate parameter
estimates, it is expected that the function vector F(P) yields
values close to the measurement vector M. Thus it is assumed
that
M = F(P) +  (18)
where  ∈ R8n+1 represents the differences between measured
and calculated values, which are expected to occur due to
measurement uncertainty. By minimizing J ∈ R8n+1,
J = [M− F(P)]T [M− F(P)], (19)
an optimal estimate of P is found. An iterative
algorithm is used to obtain a parameter estimate
Pˆ = [Rˆ, Xˆ, Gˆ, Bˆ, βˆ, vˆsk , wˆsk , vˆrk , θˆsk , ρˆsk , θˆrk ]. The chi-
square test is applied to detect bad measurements, which
are removed and a new parameter estimate is obtained from
the remaining measurements. An estimate of the average
line temperature Tc can be calculated using the linear
resistance-temperature relationship [?]:
Tˆc = T0 +
1
α
(Rˆ−R0), (20)
where handbook values of reference values R0 at T0 and
resistance-temperature coefficient α are used. In order to mon-
itor variations in line resistance and temperature, Pˆ has to be
computed at regular time intervals using a set of synchrophasor
measurements taken over a short period of time, during which
the resistance is assumed constant.
III. CASE STUDY
In this section, the existing method (Section II-B) as well
as the proposed new method (Section II-A) are applied to
estimate the impedance parameters of a specific overhead
transmission line. Firstly, details about the line’s properties and
measurements are given; then the results from a laboratory-
based line simulation are presented.
TABLE I
NOMINAL TRANSMISSION LINE PARAMETER VALUES
Per unit length Equivalent
Resistance R0 at Tc = 20 ◦C 34.5 mΩ km−1 16.2 Ω
Inductance L 1.21 mH km−1 600 mH
Reactance X at f = 50 Hz 381 mΩ km−1 189 Ω
Capacitance C 9.35 nF km−1 5.00 µF
Susceptance B at f = 50 Hz 2.94 µS km−1 1.57 mS
A. Transmission line properties and measurements
The overhead transmission line under consideration is op-
erated at a nominal voltage level of 330 kV and at a nominal
frequency of 50 Hz; its length is 521 km and it is fully
transposed. The MATLAB R© SimscapeTM Power SystemsTM
program power lineparam has been used to calculate per unit
length values of positive sequence resistance at 20 ◦C as well
as inductance and capacitance of the overhead line, based
on the conductor types, tower geometry and electromagnetic
theory [?]. The calculated results are listed in Table I, along
with values of the equivalent lumped pi-circuit components
shown in Fig. 1, which represent the uniformly distributed
parameters.
As was noted in Section II-A3, the proposed approach for
parameter estimation requires values of the average line tem-
perature. The average conductor temperature was calculated
using the heat-balance equation for bare overhead conductors
[?]. The calculation was based on measurements of ambient
temperature, wind speed and solar radiation, which were based
on average values from two weather stations closest to the line
ends.
B. Transmission line simulation
A software simulation of the transmission line was imple-
mented in MATLAB R© SimscapeTM Power SystemsTM. The
transmission line under consideration was modelled as a
symmetric, three-phase line with uniformly distributed param-
eters and length as specified in Section III-A. The assumed
variation in positive sequence resistance was calculated using
the estimated line temperature and a handbook value of
α = 0.0039 ◦C−1 for the resistance-temperature coefficient
[?], [?].
Equivalent voltage sources were used to model the network
at either line end; their magnitudes and phase angles were
varied to give a range of operating conditions spread over a 24-
hour period. Fig. 2 and 3 show voltage and current magnitudes,
respectively.
C. Laboratory-based measurements
Values of voltage and current at the line ends were taken
from the software simulation and used as input files for two
physical waveform generators. The voltage and current signals
were played out simultaneously, then captured by two power
quality instruments that report time-tagged phasors at the
fundamental frequency. A diagram of the experimental setup
is shown in Fig. 4.
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Fig. 4. Experimental setup for the laboratory-based synchrophasor measure-
ments.
The waveform generators have a stated accuracy of ±0.02 %
in magnitude and ±0.005◦ in phase angle, while the power
quality instruments have a stated accuracy of 0.1 % in mag-
nitude; the power quality instruments do not have a stated
accuracy for phase angle, however, during testing reported
phase angles have been within 0.02◦ of theoretical values.
The GPS antennae provide UTC to within 1 µs to both the
waveform generators and the power quality instruments.
By physically measuring the voltage and current signals, a
realistic level of uncertainty due to the measurement units and
time-tagging is introduced. Systematic errors in magnitudes
and phase angles due to the remaining instrumentation channel
TABLE II
SYSTEMATIC ERRORS AND CORRECTIONS FOR ONE INDIVIDUAL CASE
Vs Vr Net1 Is Ir Net1
Magnitude
(%)
SE2 0.79 1.1 -0.31 -0.64 2.1 -2.7
C3 -0.0058 -0.29 0.28 5.6 2.7 2.9
Phase angle
(mrad)
SE2 -5.9 28 -34 2.7 2.8 -0.10
C3 12 -22 34 6.7 6.0 0.70
1 Difference between sending and receiving end values
2 Systematic error
3 Corrections identified by the new method
were added to the reported phasors. Based on the accuracy
classes of instrument transformers and characterization of
instrumentation channels [?], [?], [?], errors in voltage and
current magnitude were assumed to be up to ±4 % and ±6 %,
respectively, and errors in phase angle up to ±0.04 rad and
±0.07 rad for voltage and current, respectively. 100 cases
of randomly selected systematic errors were applied to the
phasor measurements and for each case, impedance parameters
were estimated using both methods introduced in Sections II-B
and II-A. For the existing method, a moving window spanning
one hour of measurements was used in each estimation.
D. Results
First, one individual case of systematic errors is considered
and then a summary of the results for 100 cases is given.
Table II lists the systematic errors in magnitude and phase
angle of voltage and current that have been applied in the
individual case, together with the corrections that were iden-
tified by the proposed method. It can be recognized that the
corrections for Vs, Vr, Is, Ir individually differ substantially
from the systematic error; however, the ’net’ correction, i.e.
the difference between receiving and sending end values for
each quantity matches the ’net’ systematic errors very closely.
In Fig. 5 to 7 the estimated values of positive sequence resis-
tance R, reactance X and susceptance B over time are shown.
Nominal values as well as parameter estimates from both
methods are included. All three graphs indicate close agree-
ment between the nominal values and parameters estimated by
the proposed method. In contrast, the existing method gives
parameter estimates with greater and more variable deviation,
especially for resistance. These observations are supported by
the values in Table III, where it can be seen that the root-mean-
square errors E∆, as calculated in Appendix C, are below 5 %
for the new method for R,X and B. Moreover, the standard
deviation of error Σ∆ is less than 1 % for all three parameters
computed by the proposed method, but it reaches 36 % for the
resistance values obtained by the existing method. Similarly,
the resistance-based temperature estimates agree more closely
with the conductor temperature for the new method.
Table IV shows the 50th, 75th and 95th percentiles of the
root-mean-square (rms) and standard deviation of the errors in
the parameters for both methods for 100 cases of systematic
errors. 95 % confidence intervals are given in square brackets
next to the values; their width could be reduced by considering
a larger number of cases, but in this instance, 100 cases give
sufficiently narrow intervals to compare the two methods.
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Fig. 7. Nominal and estimated values for positive sequence susceptance B.
The percentile values show that parameter errors are lower and
less variable when estimated by the newly suggested method.
For instance, the 95th percentile of the rms error in R is
at 5.4 % for the proposed method, while the existing method
gives a value of 58 %. The standard deviation of the error is
two orders of magnitude lower, at 0.67 % compared to 30 %.
In a similar manner, the new method gives lower values for the
rms error and standard deviation of errors in reactance X and
susceptance B, as can be observed in Table IV. Across all 100
cases, rms error and standard deviation of errors in temperature
estimates from the new method are approximately constant at
3.1 ◦C and 1.7 ◦C, respectively.
TABLE III
PARAMETER ERRORS FOR ONE INDIVIDUAL CASE
R X B
E∆ (%)
NM1 1.8 4.0 4.1
EM2 36 10 6.7
Σ∆ (%)
NM1 0.64 0.19 0.22
EM2 26 10 6.6
E∆Tc (
◦C) Σ∆Tc (◦C)
NM1 3.1 1.6
EM1 95 71
1 New method
2 Existing method
TABLE IV
ERRORS IN R,X,B AND Tc FOR 100 CASES
Percentile
50th 75th 95th
E∆R NM1 2.5 [1.7,2.9] 3.5 [3.2,4.2] 5.4 [4.9,6.0]
(%) EM2 34 [31,38] 45 [41,48] 58 [54,62]
Σ∆R NM1 0.62 [0.62,0.63] 0.64 [0.64,0.65] 0.67 [0.66,0.69]
(%) EM2 26 [26,27] 28 [27,28] 30 [29,31]
E∆X NM1 4.2 [3.5,4.7] 5.8 [5.2,6.5] 7.7 [7.1,8.6]
(%) EM2 10.1 [10.1,10.2] 10.4 [10.3,10.6] 11.0 [10.8,11.3]
Σ∆X NM1 0.19 [0.19,0.19] 0.19 [0.19,0.19] 0.20 [0.19,0.20]
(%) EM2 9.94 [9.90,10.0] 10.1 [10.0,10.2] 10.5 [10.3,10.5]
E∆B NM1 4.4 [3.7,4.9] 6.1 [5.5,6.8] 8.4 [7.7,9.3]
(%) EM2 11 [10,13] 16 [14,18] 27 [23,33]
Σ∆B NM1 0.22 [0.21,0.23] 0.22 [0.22,0.22] 0.23 [0.22,0.23]
(%) EM2 7.0 [6.6,7.5] 8.0 [7.7,8.4] 9.3 [8.6,10]
E∆Tc NM
1 3.05 [3.05,3.06] 3.06 [3.06,3.07] 3.09 [3.08,3.09]
(◦C) EM2 90 [84,101] 119 [111,129] 159 [146,170]
Σ∆Tc NM
1 1.64 [1.63,1.65] 1.66 [1.65,1.68] 1.71 [1.70,1.71]
(◦C) EM2 71 [70,72] 75 [73,76] 82 [78,83]
1 New method
2 Existing method
The existing method on the other hand yields rms errors and
standard deviations of above 70 ◦C.
E. Analysis of results
1) Comparison of methods: The results of the case study
strongly suggest that the parameter identification method that
has been proposed in this paper can be used to effectively
calculate values of overhead line impedance and admittance
that are consistent with expected physical behaviour. For a va-
riety of cases of systematic errors, parameter estimates within
10 % of known values were achieved. The new method’s
performance has been considerably better than that of an
existing method for transmission line impedance parameter
estimation. This difference in performance is attributed to
various factors.
Firstly, in contrast to the existing method, the new method
assumes that the synchrophasor measurements of voltage and
current may contain systematic errors. As recommended by the
authors of the existing method, bad data (individual measure-
ments with large errors, for example due to instrumentation
failure) may be removed before parameter estimation and
synchronization errors corrected; but systematic errors will
7still be present in the remaining data set. Furthermore, the
chi-square test may not detect all instances of bad data and
synchronization errors, which means there is no removal
or correction and thus no increase in impedance parameter
accuracy.
Secondly, the existing method assumes constant parameters
and thus attempts to estimate values from a limited time span
of measurements in order to monitor thermal variations. If
the set of measurements does not contain sufficient variation
in operational states of the line, the problem becomes ill-
conditioned, which means that the synchronization angle as
well as impedance parameter estimates are likely to diverge
significantly.
2) Estimated correction factors: Application of the pro-
posed method to simulated measurements with known sys-
tematic errors has shown that the identified correction factors
are not in good agreement with the size of the errors, yet a
good level of impedance parameter accuracy is achieved. The
reason is that calculation of impedance and admittance relies
strongly on the differences of voltage and current between the
two line ends; hence, correction of the ’net’ errors across the
line has a significant positive impact on impedance parameter
calculation. On the other hand, it is difficult to detect and
eliminate errors of the same sign and similar magnitudes at
both line ends. But if the instrumentation channel at one line
end is calibrated, they act as a reference and the estimated
correction factors for the other line end become more accurate.
IV. DISCUSSION
For practical applications in power networks, the proposed
method could be utilized to determine correction factors and
parameter estimates that can then be stored in databases of net-
work management systems and thus support applications such
as state estimation, protection, fault location, dynamic thermal
line rating and safety monitoring. An initial measurement
campaign for collecting synchrophasor and line temperature
data would be necessary, but all or at least some of the
instrumentation would not have to be installed permanently.
The proposed method has been used to identify positive
sequence quantities at the fundamental frequency. Some ap-
plications require zero sequence or harmonic impedance of
the transmission line, as well as corrections for the individual
phase voltages and currents. An area for future work is
the application of the proposed method to non-steady state
conditions, which may provide measurements with significant
unbalance, zero sequence or harmonic components.
In this paper, a general, simple error model based on
constant transformer correction factors has been assumed. The
actual systematic errors may behave in a different manner. One
aspect of future work is to make the method adaptive, so that
it can detect and compensate for different types of errors, with
the aim of further improving parameter estimation accuracy.
V. CONCLUSION
The contribution of this paper is a novel method for
synchrophasor-based overhead line impedance parameter es-
timation. The method differs from previous approaches in that
it takes into account systematic errors in measured phasors and
thermal variation of the line’s electrical resistance. The results
of a case study on laboratory measurements of an emulated
long overhead transmission line suggest that the proposed
method can determine impedance parameters effectively and
more accurately than an existing method.
Estimation and monitoring of transmission line impedance
parameters are essential building blocks in creating accurate
power network models. Through continual improvement of the
model accuracy, many functions of power network operation
can be made more reliable and efficient, and new functions
facilitated. These processes therefore play an important part
in the development of smart grids, integration of renewable
energy generation and in securing stable electricity provision.
APPENDIX A
SELECTION OF MEASUREMENT SUBSETS
Suppose there are N ∈ N available sets of synchrophasor
measurements Vsi , Isi , Vri , Iri , i = 1, 2, 3, . . . , N , then one
can choose Γ = 1+(N−1)+(N−2)+...+N =∑N−1m=0 N−m
distinct subsets of consecutive measurements of sizes n = 1
to n = N . Some subsets should be excluded because of their
size and lack of variation of operational states. In order to
ensure enough variation within the subsets, only those with
a minimum range of current magnitudes are chosen. Given Γ
possible subsets, exclude those for which
n < p; |max |Isi | −min |Isi || <
η
n
n∑
i=1
|Isi |, (21)
where p ∈ N is the minimum number of required measurement
sets and η ∈ R≥0 is a factor that should be chosen at least one
order of magnitude larger than the measurement uncertainties.
For instance, if the measurement uncertainty in Is is less than
1 %, η =10 %. Let the number of subsets that satisfy criterion
(21) be Ψ ∈ N, hence, the number of remaining subsets is
Λ = Γ−Ψ.
APPENDIX B
CALCULATION OF Zˆλi AND Yˆλ
Given the set of correction factors asλ , arλ , bsλ , brλ , values
of Zi = Ri + jXi and Yi = Gi + jBi, i = 1, 2, 3, . . . , N
are calculated using (1) and (2). Since X,G,B are assumed
constant, a single estimate can be obtained by taking the
mean values X¯λ = 1/N
∑N
i=1Xi, G¯λ = 1/N
∑N
i=1Gi, B¯λ =
1/N
∑N
i=1Bi.
R is not constant, but varies with temperature. The
resistance-temperature relationship is assumed linear over the
range of operating temperatures [?]:
Ri = R0(1 + α(Tci − Tc0)) (22)
where R0, Tc0 , Tci , α ∈ R. Tci is the average conductor
temperature at time instant ti, i = 1, 2, 3, . . . , N , R0 is the
resistance value at a reference temperature Tc0 , and α is the
resistance-temperature coefficient. In order to estimate values
for constants R0 and α, (22) is expressed as
R = x0 + x1Tc, (23)
8where x0, x1 ∈ R are unknown. The parameters x0, x1
of the resistance-temperature model are identified through
linear least squares estimation from temperature measure-
ments Tci and calculated resistance values Ri. Define vectors
R,T ∈ RN ,x ∈ R2 where R = [R1, R2, . . . , RN ]T ,T =
[Tc1 , Tc2 , . . . , TcN ]
T ,x = [x0, x1]. The vectors are related by
the N -dimensional matrix equation
R = Tx + ε, (24)
which is based on the theoretical model (23).
ε = [ε1, ε2, . . . , εN ]
T models the deviation between
synchrophasor-based values R and temperature-based values
Tx. An estimate xˆ = [xˆ0, xˆ1] of x is computed by satisfying
the least squares criterion, min
∑N
i=1 ε
2
i :
xˆ = (TTT)−1TTR. (25)
Estimated values of reference resistance Rˆ0 and coefficient
αˆ can be calculated from xˆ0 and xˆ1. X¯λ, G¯λ, B¯λ and tem-
perature measurements Tci are combined to give estimates of
impedance and admittance, Zˆiλ , Yˆλ:
Zˆiλ = Rˆ0(1 + αˆ(Tci − Tc0)) + jX¯λ, Yˆλ = G¯λ + jB¯λ. (26)
Conversely, temperature estimates Tˆci can be obtained from
calculated resistance using the resistance-temperature model:
Tˆci = (Ri − xˆ0)/xˆ1. (27)
APPENDIX C
METRICS FOR PARAMETER ACCURACY
The first metric is the root-mean-square of the error E∆P ∈
R≥0 gives an indication of how close N parameter estimates
Pi are to a nominal value P0. Define ∆Pi = Pi − P0 as the
error in an individual parameter estimate. Then
E∆P =
1
P0
√√√√ 1
N
N∑
i=1
∆P 2i , (28)
The standard deviation of the error Σ∆P ∈ R≥0 reveals the
variability of the errors in Pi.
Σ∆P =
1
P0
√√√√ 1
N
N∑
i=1
(∆Pi − µ∆P )2, (29)
where µ∆P = 1/N
∑N
i=1 ∆Pi is the mean parameter error.
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